
HEAD &FEET
INSPECTION RACK

HEAD &FEET
INSPECTION RACK

890

GATE

SH

AH

HEADS & FEET ROOM
(WASHING ONLY)

HIDE
ROOM

 DRESSING   FLOOR

ROUGH
OFFAL
ROOM

C
AR

C
AS

S 
C

H
IL

LE
R

C
AR

C
AS

S 
C

H
IL

LE
R

C
AR

C
AS

S 
C

H
IL

LE
R

28
8 

G
O

AT
/S

H
EE

P
48

 C
AT

TL
E/

C
AM

EL

COLD PASSAGE

COLD DISPACTH

HOT DISPACTH

"CLEAN"
ENTRANCEINSPECTORS OFFICE

C
O

VE
R

ED
W

AL
KW

AY

C
O

VE
R

ED
W

AL
KW

AY

COVERED
WALKWAY

28
8 

G
O

AT
/S

H
EE

P
48

 C
AT

TL
E/

C
AM

EL

28
8 

G
O

AT
/S

H
EE

P
48

 C
AT

TL
E/

C
AM

EL

N
EW

SC
R

EE
N 

W
AL

L
N

EW
SC

R
EE

N 
W

AL
L

18
00

 H
IG

H
18

00
 H

IG
H

R
EF

R
IG

ER
AT

ED
 C

O
N

TA
IN

ER

CONDEMNED

RED OFFAL

U.S BEAM 3072

CONCRETE TOP HEIGHT 910

3 4 5 6 7 8 9 10

REMOVE
FEET

1st
LEGGING

2nd
LEGGING

REMOVE
UDDER,

PIZZLE. ETC.
TURN

FLANKS

SKIN OVER
BRISKET

AND TURN
FLANKS

LOW
SKINNING &
OPEN SHINS

NECKING
RUMPING.
PULL TAIL

HIGH SIDING
DROP HIDE

SAW
BRISKET

EVISCERATE
(PAUNCH,

INTESITNES)
EVISCERATE
(RED OFFAL)

SPLIT INSPECT

SC
AL

E

TRIM WEIGH &
GRADE WASH

1st
LEGGINGREMOVE

HEAD

H
E

AD
 &

 F
EE

T 
C

O
N

VE
YO

R
(U

ND
ER

)

1st
TRANSFER

2nd

LEGGING RUMPING
HIGH

FLANK
SPREAD

 SKIN BRISKET

REMOVE
FORE
FEET

SKIN RUMP.
DROP BUNG

PULL PELT REMOVE
RED OFFALEVISCERATE INSPECT

WASHGRADE

TRANSFER
TO CRADLES

RED OFFAL RAIL

CRADLE LIFT

CRADLE
DROP

DRAINAGE CHANNEL

DRAINAGE CHANNEL

KITCHEN/TUCKSHOP

"CLEAN" DINING

R
EC

R
EA

TI
O

N
 Y

AR
D

CLOTHING ISSUE KITCHEN YARD

 DRAIN
OUT 50

120

M
PK-PRN

-120x365-PP

180

PK-FFÇ-180x220

180

PK-FFÇ-180x220160

PK-FFÇ-160x220

180

PK-FFÇ-180x220

SK-AL-STN-140x425 PP

W
A

SH
BA

SI
N

C
O

LD
 

W
A

T
ER

 
(3

/8
'' 

F
EM

A
LE

)

H
O

T 
W

AT
E

R 
(3

/
8'' F

EM
A

LE
)

C
O

LD
 

W
A

T
ER

 
(3

/8
'' 

F
EM

A
LE

)

H
O

T 
W

AT
E

R 
(3

/
8'' F

EM
A

LE
)

C
O

LD
 

W
A

T
ER

 
(3

/8
'' 

F
EM

A
LE

)

H
O

T 
W

AT
E

R 
(3

/
8'' F

EM
A

LE
)

W
A

SH
BA

SI
N

C
O

LD
 

W
A

T
ER

 
(3

/8
'' 

F
EM

A
LE

)

H
O

T 
W

AT
E

R 
(3

/
8'' F

EM
A

LE
)

C
O

LD
 

W
A

T
ER

 
(3

/8
'' 

F
EM

A
LE

)

H
O

T 
W

AT
E

R 
(3

/
8'' F

EM
A

LE
)

C
O

LD
 

W
A

T
ER

 
(3

/8
'' 

F
EM

A
LE

)

H
O

T 
W

AT
E

R 
(3

/
8'' F

EM
A

LE
)

COLD WATER (1/2'' FEMALE)

HOT WATER (1/2'' FEMALE)

LAVABO  - DİZDEN KUMANDALI EVYE

COLD WATER (1/2'' FEMALE)

HOT WATER (1/2'' FEMALE)

LAVABO  - DİZDEN KUMANDALI EVYE

COLD WATER (1/2'' FEMALE)

HOT WATER (1/2'' FEMALE)

LAVABO  - DİZDEN KUMANDALI EVYE

COLD WATER (1/2'' FEMALE)

HOT WATER (1/2'' FEMALE)

LAVABO  - DİZDEN KUMANDALI EVYE

C
O

LD
 

W
A

T
ER

 
(1

/2
'' 

F
EM

A
LE

)

H
O

T
 W

A
TE

R
 (

1
/2

'' 
F

EM
A

LE
)

L
A

V
AB

O
  

-
 D
İ

ZD
E

N 
K

UM
A

ND
A

LI
 

EV
Y

E

COLD WATER (1/2'' FEMALE)

HOT WATER (1/2'' FEMALE)

LAVABO  - DİZDEN KUMANDALI EVYE COLD WATER (1/2'' FEMALE)

HOT WATER (1/2'' FEMALE)

LAVABO  - DİZDEN KUMANDALI EVYE

C O LD  W A T ER  (1 /2 '' F EM A LE )

H O T  W A TE R  ( 1 /2 '' F EM A LE )

L A V AB O   -  D İ ZD E N K UM A ND A LI  EV Y E

C O LD  W A T ER  (1 /2 '' F EM A LE )

H O T  W A TE R  ( 1 /2 '' F EM A LE )

L A V AB O   -  D İ ZD E N K UM A ND A LI  EV Y E

C O LD  W A T ER  (1 /2 '' F EM A LE )

H O T  W A TE R  ( 1 /2 '' F EM A LE )

L A V AB O   -  D İ ZD E N K UM A ND A LI  EV Y E

BOOT WASHING BOOT WASHING

C
O

LD
 

W
A

T
ER

 
(1

/2
'' 

F
EM

A
LE

)

H
O

T
 W

A
TE

R
 (

1
/2

'' 
F

EM
A

LE
)

L
A

V
AB

O
  

-
 D
İ

ZD
E

N 
K

UM
A

ND
A

LI
 

EV
Y

E

C
O

LD
 

W
A

T
ER

 
(1

/2
'' 

F
EM

A
LE

)

H
O

T
 W

A
TE

R
 (

1
/2

'' 
F

EM
A

LE
)

L
A

V
AB

O
  

-
 D
İ

ZD
E

N 
K

UM
A

ND
A

LI
 

EV
Y

E

90

PK-OFT-90x190

C
O

LD
 

W
A

T
ER

 
(1

/2
'' 

F
EM

A
LE

)

H
O

T
 W

A
TE

R
 (

1
/2

'' 
F

EM
A

LE
)

L
A

V
AB

O
  

-
 D
İ

ZD
E

N 
K

UM
A

ND
A

LI
 

EV
Y

E

2" SU
Ç

IKIŞI

3

BO
O

T 
W

AS
H

PELT PULLER

160

PK-FFÇ-160x220

3

EDCBA A1 B1 B2AABB

SLAB
BEAM

REMOVED

CARCASS CHILLER

STEP 50mm

COLD PASSAGEDEBONING

EDCBA A1 B1 B2AABB

SLAB
BEAM

REMOVED

CARCASS CHILLER

STEP 50mm

COLD PASSAGEDEBONING

ALL PACKS TO BE ALL
WEATHER PROOF TYPE

CHROMADECK COVER TO ALL
EXPOSED PIPEWORK BY
REFRIGERATION CONTRACTOR

GALVANISED STEEL
DRIPTRAY TO BE SUPPLIED
BY REFRIGERATION CONTRACTOR
(TYPICAL)

MS

TPA

FINAL POSITION
TO BE DETERMINED

BEFORE CONSTRUCTION
TO BE INSTALLED IN A

PERMANENTLY MANNED
LOCATION

TPP

PRV

HMI HMI HMI

PRV PRVPRV

PRV

AVAVAVAVAV

AV

A
1200

A
1200

HARD WIRED ALARM
BOARD BY
REFRIGERATION
CONTRACTOR AS
SPECIFIED

CONDENSING UNITS BY
REFRIGERATION CONTRACTOR
MOUNTED ON STEEL STRUCTURE 2.3m HIGH
TO BE PROVIDED BY OTHERS

ISO-1

HT 1 MT 1 MT 2 MT 3 HT 2

TPP TPP TPP

WALL MOUNTED AT HIGH LEVEL
ON UNISTRUT SUPPORT DESIGNED
BY REFRIGERATION CONTRACTOR

PRV

MT 4

B
1200

B
1200

LEGENDS

TEMPERATURE TRANSMITTER

FIELD WIRING FOR TPA BY REFRIGERATION
CONTRACTOR

DEFROST HEATER & SAFETY THERMOSTAT
BY REFRIGERATION CONTRACTOR

ELECTRICAL & CONTROL DB/MCC SUPPLIED AND
INSTALLED BY REFRIGERATION CONTRACTOR

CONTROL DB FOR EVAPORATOR CONTROLLERS
BY REFRIGERATION SUBCONTRACTOR

REFRIGERATION MONITORING SYSTEM BY  BY
REFRIGERATION CONTRACTOR

TRAPPED PERSONNEL ALARM PUSH
BUTTON BY REFRIGERATION CONTRACTOR

TPP

H S

EQUIPMENT TO BE MOUNTED ON
SUITABLE ANTI-VIBRATION MOUNTINGS
OR TICO PADS

AV

TPA TRAPPED PERSONELL ALARM (AUDIO &
VISUAL) AS SPECIFIED

DIAL TYPE TEMPERATURE INDICATOR DISPLAY -
MOUNTED AT EYE LEVEL, WITH TEMPERATURE
PROBE MOUNTED INSIDE SUITABLE OIL POT IN
THE ROOM.

MS

SAFETY THERMOSTAT BY REFRIGERATION
CONTRACTOR

S

ASSOCIATED ELECTRICAL AND CONTROL
WIRING BY REFRIGERATION CONTRACTOR TO
BE SUPPORTED OFF THE SAME TRAPEZE
HANGERS AND TO FOLLOW THE PIPE ROUTES.

EVAPORATOR COIL

VS VALVE STATION

SUCTION PIPING

LIQUID PIPING

SAD - SUPPLY AIR DIFFUSER SIZE AS INDICATED
EAG - EXTRACT AIR GRILLE SIZE AS INDICATED
RAG - CURVED BLADE RETURN AIR GRILL (HINGED) COMPLETE

WITH PLENUM BOX AND FILTER MEDIA. SIZE AS PER
SCHEDULE

OBD - OPPOSED BLADE DAMPER
BD - BALANCING DAMPERS COMPLETE WITH LOCKING QUADRANTS
AHU - AIR HANDLING UNIT
WMS - WIRE MESH SCREEN TO BE FITTED ON ALL

LOUVRES
FD - FIRE DAMPER
NRD - NON RETURN DAMPER
CP - CONDENSATE PUMP PROVIDED WITH UNIT BY AC

CONTRACTOR. INTEGRAL OR SEPARATE TO UNIT
HWC - HARD WIRED CONTROLLER ATTACHED TO THE WALL WITH

BRACKET BY AC CONTRACTOR.
IRC - INFRA RED CONTROLLER ATTACHED TO THE WALL WITH

BRACKET BY AC CONTRACTOR.
TAG - TRANSFER AIR GRILLE
SA - SOUND ATTENUATOR SIZE AS INDICATED
EF - EXTRACT AIR FAN
FF - FRESH AIR FAN
PFB - PLEATED FILTER BANK
SAG - SUPPLY AIR GRILLE SIZE AS INDICATED

PIPE DROP

PIPE RISE

HMI HUMAN MACHINE INTERFACE

HARD WIRED ALARM BOARD BY REFRIGERATION
CONTRACTOR AS SPECIFIED

STRUCTURAL ENGINEER
TO CONFIRM EXTENT OF
ROOF STRUCTURE

STEEL SUPPORT DESIGNED BY
REFRIGERATION CONTRACTOR
TO SUIT UNIT. ALL OEM SPACE
REQUIREMENTS AND INSTALLATION
INSTRUCTIONS TO BE ADHERED TO
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