CHROMADECK COVER TO ALL

EXPOSED PIPEWORK BY

REFRIGERATION CONTRACTOR
I 1 50mm PVC WHITE CONDENSATE DRAIN
BY REFRIGERATION CONTRACTOR

This document and its content are confidential and copyrighted. It may not be disclosed or
reproduced without express authorisation from AMC Engineers CC.
ISOLATOR SCHEDULE
NOTES
CURRENT (A) PER
TAG DESCRIPTION COMMENTS PHASE [2] ISOLATOR QUANTITY LEGEND
ISO-1 REFRIGERATION EQUIPMENT 3 | 250.00 A | 1
WATER SUPPLY, BY OTHERS
PENETRATION BY BUILDER - SIZE
TO BE CONFIRMED BY HVAC
CONTRACTOR
50mm WHITE PVC CONDENSATE
® DRAIN STUB IN FLOOR INSTALLED BY
BUILDER AND RETICULATED TO MAIN
DRAIN TRAP BEFORE CONNECTION
o TO MAIN DRAIN, ALL BY BUILDER
ALL PACKS TO BE ALL —— PN L7 T T T~ I N ST TS PROPOSED CONDENSATE POINT BY
WEATHER PROOF TYPE , N 7 N \ g N
/- 1125kg v 7 1125kg . 7 1125kg — v/ 300kg — PLUMBER
rT ™1 rT T IT TTN\NTT JIT IT TT T TN TY 11 T 11 T NI T 11 T 11 T TN [T T
300kg —\ [ - Y W \ ' ELECTRICAL SUPPLY AND ISOLATOR
_ ; . [ ] / ] ! ] I BY ELECTRICAL CONTRACTOR
7 2.3m HIGH STEEL SUPPORT ELECTRICAL SUPPLY BY ELECTRICAL
- WALKWAY AND CAT LADDER TO BE CONTRACTOR (OTHERS) AND TERMINATED
Jid PROVIDED BY BUILDER TO STRUCTURAL IN HVAC&R DB BY THE HVAC&R
e ( ISO-1t, ) ENGINEER'S SPECIFICATIONS CONTRACTOR
7 4 F::T____l A L 1Y
- 1B A 2 | - ﬁfr b FOR REFRIGERATION PLANT EQUIPMENT 250mm INSULATED
e POLYSTYRENE PANEL
Pid J 200mm INSULATED
e PIPE SUPPORT PIPE SUPPORT POLYSTYRENE PANEL
_OPENING NEEDED IN VERTICAL OPENING NEEDED IN VERTICAL
) v SHEETING SHEETING 125mm INSULATED
. CONTRACTOR. 250 AMPS AT 3 PHASE CONTRACTOR. 150mm INSULATED
;7 FLASHING AND WATERPROOFING POWER SUPPLY TO BE FLASHING AND WATERPROOFING POLYSTYRENE PANEL
P BY OTHERS PROVIDED BY THE BY OTHERS
; ELECTRICAL CONTRACTOR 100mm INSULATED
L7 POLYSTYRENE PANEL
7 HARD WIRED ALARM BOARD BY
7 REFRIGERATION CONTRACTOR 50mm INSULATED
, AS SPECIEIED POLYSTYRENE PANEL
, /
/
FREEZER UNDERFLOOR INSULATION
% ’ |E| . D@ |E| » D@ BY OTHERS TO DETAIL BY OTHERS
)/
/
4 H El 235 kg "\
,/ GALVANISED STEEL CHILLER UNDERFLOOR INSULATION
/ 235 kg A / DRIPTRAY TO BE SUPPLIED AS PER TYPICAL DETAIL
/
£ RUN TO NEAREST DRAIN POINT BY = PRl _ _ _ _ _ il (TYPICAL) _ _ _
v REFRIGERATION CONTRACTOR = ° ° @ >) | GoAL POST
’ J PANEL PROTECTION TO
L I STRUCTURAL ENGINEERS DETAIL
BY OTHERS

// f H = =S 4/ H =g f H = =S|
’ e e SEC]
— e o e SECURITY FENCING

ELECTRICAL DB BY REFRIGERATION
CONTRACTOR

CONTROL DB FOR EVAPORATOR
CONTROLLERS BY REFRIGERATION
CONTRACTOR

UNDERFLOOR HEATING DB TO PROVIDE
DUTY AND STANDBY UNDERFLOOR
HEATING MATS IN SAND LAYER, EACH
PROVIDING 15 W/m2 HEATING.

OPENING THROUGH SLAB:
TO STRUCTURAL ENG. DETAIL
BY BUILDER

LIGHTS TO BE PROVIDED BY
ELECTRICAL ENGINEER

/
HARD WIRED ALARM BOARD BY REFRIGERATION
CONTRACTOR AS SPECIFIED

|
PRESSURE RELIEF VALVE INSULATION
PRV CONTRACTOR

|

|

|

EVAPORATOR PRIMARY SUPPORTS BY

REFRIGERATION CONTRACTOR, SUPPORTED

DIRECTLY FROM INSULATED PANELLING. TO
BE APPROVED BY INSULATED PANEL
SUPPLIER / DESIGNER.

EVAPORATOR SECONDARY SUPPORTS
SEC DESIGNED AND SUPPLIED BY THE
REFRIGERATION CONTRACTOR. PRIMARY
SUPPORTS FROM ROOF STRUCTURE BY
STRUCTURAL ENGINEER.
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CONDENSATE DRAINS TO BE SITE (&) B |ISSUED FOR TENDER AS [2022/07/18
RUN TO NEAREST DRAIN POINT BY i A |ISSUED FOR TENDER JG [2021/11/15
REFRIGERATION CONTRACTOR n REV DESCRIPTION BY DATE
STATUS:
FOR TENDER
/B AMC ENGINEERS
GALVANISED STEEL —————== 198 Buitengracht St, Cape
[
DRIPTRAY TO BE SUPPLIED ENolne D= TownCity Centre, Cape
_ - _ _ _ — — — — 1 _ _ BY REFRIGERATION CONTRACTOR _ _ _ 1 _ _ _ Town, 8000
(TYPICAL) — i
CHROMADECK COVER TO ALL —— = — WALL MOUNTED AT HIGH LEVEL '
EXPOSED PIPEWORK BY o \¥ 300 k ON UNISTRUT SUPPORT DESIGNED
REFRIGERATION CONTRACTOR ] 9 BY REFRIGERATION CONTRACTOR
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